Ghassan Korban
Commissioner of Puble Works

Preston D. Cole
- Director of Operalions

Department of Public Works deffrey S. Polenske
Infrastructure Services Division Cily Engineer
April 3, 2013

Subject; Official Notice No. 53

Milwaukee Sanitation Headquarters
Building Addition and Remodeling
2363 South 35" Street

Milwaukee, Wisconsin 53216

For which bid will be received on
Monday, April 8, 2013

Addendum No. 1

Gentlemen:

A. In regard to our advertisement for the Milwaukee Sanitation Headquarters building
addition and remodeling located at 2363 South 35" Street, Milwaukee, Wisconsin
53218 this attached Addendum No. 1 is issued to modify the original documents and is
hereby made part of the proposal.

B. Each bidder shall read the entire addendum. Proposals shall include all items included
in this Addendum No. 1.

_ Very'truly yours,

Paul Fredrich, Fa ‘ flities Manager
Facilities Development & Management Section
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Official Notice No. 53

Milwaukee Sanitation Headquarters
Building Addition and Remodeling
at 2363 South 35" Street
Milwaukee, Wisconsin 53216

Addendum No. 1

IMMEDIATELY UPON RECEIPT OF THE ADDENDUM, PLEASE SIGN THIS
RECEIPT AND FAX BACK TO DPW- FACILITIES DEVELOPMENT AND
MANAGEMENT SECTION AT (414) 286-5907.

Company Name Name Date
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ADDENDUM No. 1

April 3, 2013

Milwaukee Sanitation Headquarters
Building Addition and Remodeling

2363 South 35™ Street
Milwaukee, Wisconsin 53216

ON THE Specific Official Notice No. 53

CHANGE the Bid date to read:

The Bid Gpening date has been changed. The first page of the Official Notice should read as follows:

- “Seal bids will be opened on Tuesday, April 9, 2013

ON THE DRAWINGS:

Modify the following section as follows:

Section 2/A2.01-Clear height inside the building may be reduced to 10'-0 clear in lieu of the 11'-4" clear
shown on the drawing.

Maodify the following elevation as foliows:
South Elevation 3/A2.01-Roof slope may be reduced from 4:12 to 2:12.

IN THE SPECIFICATICNS:

Modify Section 13125-1.2A-Prefabricated metal building system to read:

Section Includes: factory built, pre-assembled, all steel, noncombustible building to inciude the building,
and any pre-installed electrical if listed. Building is to be shop fabricated and delivered to site in sections
or in one piece, set on contractor furnished contractor installed concrete foundation, attached together
on-site to form one complete building with no visible exterior split.
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